The objective of advanced tokamak scenario research is to provide a candidate plasma scenario for continuous operation in a fusion power plant. The optimisation of the self-generated non-inductive current by the bootstrap mechanism up to a level of 50% and above using high plasma pressure and improved confinement are the necessary conditions to achieve this goal. The two main candidate scenarios for continuous operation, the steady state scenario and long duration (up to 3000s) high neutron fluency scenario (the hybrid scenario), both face physics challenges in terms of confinement, stability, power exhaust and plasma control. Resistive Wall Modes (RWM) and Alfvénic fast ion driven instabilities are the main limitations for operating the steady state scenario at high pressure and low magnetic shear. In addition, this scenario demands a high degree of control over the plasma current and pressure profile and the steady state heat load on in-vessel plasma facing components. Understanding the confinement properties of hybrid scenario is still an outstanding issue as well as its modelling for ITER in particular with regard to the H-mode pedestal parameters. This scenario will also require active current profile control, although, less demanding than for the steady state scenario. To operate advanced tokamak scenario, broad current and pressure profile control appears as a necessary requuirement on ITER actuators, in addition to the tools required for instability control such as error field coils or Electron Cyclotron (EC) current drive.
INTRODUCTION
In the period leading up to the recent decision on the construction of ITER, the programmes of existing tokamaks have strengthened the preparation of relevant plasma scenarios leading to the design definition of the systems required to operate those scenarios. Inductive operation of ITER relies on the so-called standard H-mode scenario (H for high confinement) [45] to demonstrate a fusion power amplification Q of 10 for typically 500s [32] . However inductive current drive uses a transformer, thus making this scenario inherently pulsed.
The work to develop different types of plasma scenario that could operate in steady state (i.e. non-inductively) at levels of fusion performance comparable to the conventional H-mode has become known as advanced tokamak research [56, 31, 91] . In the past fifteen years tokamak programmes across the world have therefore devoted important technical and experimental efforts to the development of means to achieve steady state operation [48, 59, 99, 21, 92, 63] . For this purpose external current drive systems are proposed for ITER [10, 47] such as the injection of: Electron Cyclotron (EC) waves (105 to 170GHz); Lower Hybrid (LH) waves (3 to 5.7GHz); Ion Cyclotron (IC) waves (MHz); and Neutral Beam (NB) of high energy particles (up to 1MeV). However, the main component of the non-inductive current drive in advanced tokamak scenarios is actually provided by the plasma itself through the so-called bootstrap mechanism [8] generated by the pressure gradients in the magnetic geometry of a tokamak. This "free" source of non-inductive current is maximised at high plasma pressure and low plasma current. On the other hand, the observation that energy confinement degrades with decreasing plasma current provides the additional constraint that the energy confinement must be enhanced with respect to a standard H-mode scenario (i.e. H>1, where H is the confinement time normalised to an established H-mode scaling). In this case, an equivalent fusion yield could be achieved with a plasma current smaller than would be necessary in H-mode. In addition, increasing the plasma pressure and reducing the plasma current can also change the Magneto-Hydro-Dynamic (MHD) behaviour of the plasma and instabilities can be encountered in these conditions that are otherwise not limiting in the standard H-mode scenario. This paper is organised as follows: the first section develops in more details the motivations and key factors that have led to the steady state scenario concept and research and also defines the physical quantities used in the rest of the paper. Then examples of typical advanced scenarios so far developed in present devices are presented, namely the steady state non-inductive scenario for continuous operation and the so-called "hybrid" stationary scenario for long pulse operation (1000 to 3000 seconds in ITER). This more recent scenario uses a significant non-inductive current drive to provide longer pulse duration and high Q operation. In the third section, key physics and operational challenges for the advanced tokamak scenarios are introduced. These issues are important factors for ITER and the conclusions are directed towards defining technical requirements for steady state operation of ITER.
THE ADVANCED TOKAMAK CONCEPT

MOTIVATIONS
A tokamak uses a transformer such that the secondary current (the plasma current) is driven inductively by increasing continually the current in the primary circuit. This design effectively limits the pulse length to the time for the poloidal field coils to reach their maximum achievable currents. For this reason, the H-mode scenario is envisaged to operate for a duration not exceeding 500 seconds in ITER at a plasma current of 15MA [32] . Here a plasma scenario is defined as the sequence of operational events applied to the fusion device to prepare and then initiate the plasma, raise the plasma current to the required value, apply the auxiliary heating during the burning phase and finally estinguish the plasma discharge safely (as illustrated for JET in figure 1 ). The H-mode scenario is produced during the heating phase and is characterised by a transition to a higher confinement state compared with L-mode (L for low confinement) produced by the presence of a layer of reduced transport at the plasma edge (also called the pedestal) when sufficient additional heating is applied on [110] .
EXTERNAL CURRENT DRIVE REQUIREMENTS
The limited duration of inductive pulses is a clear a disadvantage for a future power-plant which has to generate electricity on a continuous basis. To achieve continuous (steady state) operation, the exclusive use of external driven current is however not an economic solution. The current drive efficiency (η CD =I CD R n e /P CD where I CD is the driven current, R the plasma major radius, P CD the power injected by the current drive system, n e the plasma density and R the plasma major radius) of NB and LH current drive systems is projected to be of the order of 0.3 to 0. 4 ). Using an additional 20MW of LH current drive power (as is being considered) would raise this value to 4MA. At a lower density of 6×10 19 m -3 , this combination with LH current drive would generate 6.5MA non-inductive current. Such a current of 6.5MA would not support a plasma generating 500MW of fusion power and a fusion gain factor Q = 6.8 in this case (here, Q = P FUS /P IN where P FUS is the fusion power and P IN the auxiliary input power).
The steady state scenario envisaged for ITER takes advantage, therefore, of the tokamak geometry and plasma pressure gradients to maximise the bootstrap current drive while maintaining sufficient confinement and stability to provide the necessary fusion yield.
BOOTSTRAP CURRENT
The bootstrap current in a tokamak is now a well considered and proven effect. First identified in the early seventies [26, 8] , the evidence of the presence of bootstrap has been observed experimentally in several devices [57] . More recently a review [82] has discussed the specific role of this current to modify the total current profile for advanced tokamak scenarios.
The bootstrap current derives from the inhomogeneous toroidal field present in a tokamak (the toroidal field decays in the vacuum like 1/R) creating a mirror which can trap plasma particles as they follow the magnetic field lines. In the presence of a radial pressure gradient in the plasma, adjacent trapped particle orbits provide a momentum imbalance that can be transferred to the passing particles by collisions. The bootstrap current is parallel to the magnetic field and by definition, requires the presence of trapped particles and a pressure gradient. For estimation purposes, the scalings of the bootstrap current with global plasma parameters have also been derived [113, 38, 2] .
Typically the fraction of the plasma current driven by the bootstrap mechanism scales as: I boot / and C BS are parameters depending weakly on current and pressure profile parameters. Many experiments across the world have demonstrated experimentally that a large bootstrap fraction can be achieved in a tokamak plasma by increasing the normalised pressure [16, 39, 84, 97 ].
An important property of the bootstrap current is that it is peaked off-axis. Therefore, when maximized (at high plasma pressure and low poloidal field or plasma current) it is capable of changing the current profile shape and the toroidal magnetic field winding q cyl = rB T /RB p (where r is the minor radius coordinate) significantly from peaked to reversed in the plasma core. At high plasma pressure i.e. higher β N , the current can become hollow and the q profile can change from monotonic (low at the plasma centre and high at the edge) to a case with an off-axis minimum q value (q min ) (figure 2). This creates a zone of negative magnetic shear s (where s=r/q dq/dr). With a moderate ratio of the plasma pressure to the current the q profile flattens in the plasma core giving a magnetic shear close to zero. Changing the magnetic shear in this way can have dramatic effects on the transport and stability properties of the discharge. The consequences on transport are briefly reviewed in the next section.
CONSEQUENCES OF THE BOOTSTRAP CURRENT ON CORE TRANSPORT
The role played by the details of the current profile shape in determining the transport properties of tokamak plasmas were intensively studied theoretically very early [53] . Reduced energy and particle transport have been associated with a core region of negative (or reversed) magnetic shear in many experiments [42, 62, 6, 114] , producing in this region a marked temperature and density peaking also called an Internal Transport Barrier (ITB). Recently the dependence of electron heat transport on magnetic shear has been demonstrated experimentally in the TCV tokamak [87] ( figure 3 ). This behavior is in line with theoretical predictions (see for example [111, 3] ) showing the dependence of the growth rate of electrostatic potential fluctuations or ballooning-like radial structure on the magnetic shear as it is scanned from strongly positive to negative. Magnetic shear reversal is thought to affect a wide range of turbulence types (high and low wave numbers). Experimentally, a decrease in magnetic shear can be achieved by ramping up the plasma current while applying additional heating to delay the penetration to the plasma centre. This technique is currently used in many devices to create regions of improved confinement in the plasma core.
Another important factor thought to play a role in the stabilization of plasma turbulence is the shear in plasma rotation. As with the effect of reversed magnetic shear, there is a subtantial literature describing how ITBs can be produced through the stabilization of turbulence eddies by E×B sheared velocities [102, 37] . The most unstable long wavelength turbulent modes, the ion temperature gradient and trapped electron modes [40, 112] , can be stabilized linearly by an imposed external sheared flow (for example, through the injection of momentum) when the E×B flow shear exceeds the linear growth rate of these modes [37] and produces a layer with reduced transport (e.g. ITB) [7] .
Once an ITB is formed, a positive feedback loop can be established where the reduction in momentum due to the ITB transport (i.e. the pressure gradients) acts to increase the E×B shearing rate. It should be pointed out that this stabilizing mechanism is strongly dependent on the magnetic shear itself since the E×B shearing rate is also dependent on the magnetic field structure (i.e. on the magnetic shear s). These two effects are thus not independent.
The onset of an ITB or reduced transport through the reduction of the magnetic shear creates a feedback loop due to the bootstrap current. The increase of the latter (through the increase of pressure gradients) tends to reduce or reverse the magnetic shear further and so can amplify the pressure gradients changes. This important feedback mechanism implies that, for the operation of a steady state scenario, active control of the current profile will be required in order to maintain the scenario at a given operational point. This aspect will be discussed in further detail in section 4.3.
ROUTE TO CONTINUOUS TOKAMAK OPERATION
Given the above consideration, the advanced tokamak operation requires the optimisation of the fusion power performance while minimising at the same time the amount of power required to supply the current non-inductively. For stationary conditions with the ion temperature around 10keV, the fusion power density can be estimated as [115] :
Assuming steady state (I P = I CD + I BOOT ) and using the current drive efficiency η CD the non-inductive power P CD can be written as [65] : (2) where f G is the density normalised to the Greenwald value: f G = πa 2 n/Ip (where a is the minor radius at the plasma boundary in meter, n expressed in units of 10 20 m -3 and Ip in MA). In expression (2), the bracket includes the bootstrap fraction expressed in section 2.3. At fixxed magnetic filed strength, it can be seen from expressions (1) and (2), that the fusion power P FUS is maximised and the current drive power P CD minimised when β N is maximized. In addition, increasing q 95 is very efficient for minimizing P CD but also reduces P FUS by a similar factor. In expression (1), this could be compensated if the H factor could be increased significantly above unity.
To summarise this section, the advanced tokamak scenario defines a mode of operation for a tokamak in which a large fraction of plasma current is driven non-inductively with a large fraction (>50%) provided by the self-generated bootstrap current. At the same time, improved confinement (H>1) is required to compensate for the lower plasma current (i.e. higher q 95 ) and reach Q above 5
as required for the ITER steady state demonstration. By varying the q profile shape through the pressure increase (i.e. through the bootstrap current) or other external current drive means, a large variety of plasma scenarios can be obtained with different stability and transport properties.
Consequently, advanced tokamak research has so far resulted in the development of several alternative approaches all using the bootstrap current as a tool to extend the discharge duration and modify the properties of the discharge with respect to the standard H-mode scenario. Experiments have focused on the development of the two scenarios introduced above: the non-inductive scenario for continuous operation and the hybrid stationary scenario for long pulse (up to 3000 seconds in ITER) and high neutron fluency. These specific scenarios are now described in the next section.
EXAMPLES OF ADVANCED SCENARIO DEVELOPMENT
STEADY STATE SCENARIO.
In the envisaged steady state non-inductive operation of ITER scenario [32] , the plasma current during the current flat top phase is generated non-inductively by external current drive (such as LH,
would be 9MA with a broad q profile with low magnetic shear (close to zero) in the plasma core.
This scenario would have the following parameters: q 95 =5, β N~2 .9, H>1.6 and f G~0 .8 and would produce typically 350MW of fusion power, resulting in a fusion gain factor of Q = 5 [32] . Figure 4 shows a prototype of a steady-state scenario run in the DIII-D tokamak with Ip=1.1MA, q 95 =5 and a density reaching 37% ofthe Greenwald value [Murakami 2006 ]. The q profile was flat in the plasma core with q min close to 2. The non-inductive current is close to 100% with a bootstrap current contribution of 60%, 30% of NB current drive and 8% of EC current drive located at about r/a=0.4. The normalised pressure reaches β N = 3.4 and the H factor was above unity (H~1.4) making this scenario close in many respects to the steady state ITER targets for reaching Q = 5. The increased H factor could be explained by the broadly elevated ion temperature at r/a<0.6 possibly due to E×B shear substantially reducing ion temperature gradient turbulence. Steady state scenarios are also currently developed in other devices such as JET [14, 63] or JT-60U [86] .
"HYBRID" SCENARIO
In this more recently developed mode of operation, the external current drive systems and the bootstrap current provide a substantial fraction (~50%), but not all, of the total current. The burn time in ITER would be significantly increased with respect to the dominantly inductive H-mode scenario to reach up to 3000s. For this regime, the value of q in the plasma core would be in the range 1.0-1.5 with the magnetic shear close to zero. The benefit of the slightly raised central q value compared with a standard H-mode is the low level or absence of sawtooth activity that can trigger deleterious tearing mode instability (so-called neoclassical tearing modes [36] ) in standard H-mode plasmas. In ITER, this scenario would be operated at slightly lower plasma current (Ip~13MA) and q 95 = 4, β Ν ~2.0-2.3 and H ~1.0 and f G =0.85 to produce a Q=5 and 350MW to 500MW of fusion power for 1000 to 1600 seconds [32] .
An example of a typical hybrid scenario run in the ASDEX Upgrade tokamak with Ip = 1MA, q 95 = 3.8, and moderate density (f G ~0.4) is shown in figure 5 [93] . In publications from ASDEX Upgrade, the hybrid scenario is often referred to as "improved H-mode". In ASDEX Upgrade, the q profile was preformed to provide q greater or close to unity by early NBI heating starting 0.3 seconds after plasma initiation, during the current ramp phase in order to reduce the current diffusion by increasing the electron temperature. The NBI power was stepped up to 5MW at the beginning of the current flat-top (t = 1s), which immediately leads to the formation of an H-mode scenario. In the example shown in figure 5 , the NBI power was increased to almost 10MW in two successive power ramps. After the first ramp, β N rose to a value close to 3. At the same time, the H-factor increased with the increasing input power from H=1.1 to 1.4 during the high β N phase. Such behaviour has often been observed in hybrid scenario discharges in this device. No sawteeth were observed during this phase but at 4.9 s a small amplitude (3, 2) tearing mode developed, which affected the confinement only slightly. In this discharge about 30% of the current was driven non-inductively by the bootstrap mechanism and by the beam driven current. Scenarios of this type have been run routinely in ASDEX Upgrade, JET [50] , DIII-D [109] and JT-60U [81] with performance in close agreement with the ITER target [43] .
As will be discussed in next section, hybrid scenario experiments [92] in ASDEX Upgrade and also in DIII-D [104] have found an H factor greater than unity. This suggests that this scenario could have the potential to increase its fusion gain. However, as indicated above, ITER performance assessments are assuming H=1 in all their simulations.
KEY PHYSICS ISSUES FOR STEADY STATE AND HYBRID SCENARIOS
CONFINEMENT AND TRANSPORT
The standard H-mode scenario confinement scaling law IPB98(y,2) [ITER physics basis 2007] [71] has been derived on the basis of a large database from 18 different tokamaks of different sizes and plasma shape and can be expressed in terms of dimensionless parameters as:
where ρ* is the normalised Larmor radius, ν* the normalised collisionality, ε = a/R and κ the elongation. This scaling provides a basis for estimating the energy confinement properties of next step devices such as ITER. The 3762 discharges used to derive this scaling are H-mode scenarios.
So the question arises as to whether such a scaling applies to advanced tokamak scenarios, which can operate in a different range of parameters in particular at higher normalised pressure. Global performance analyses have shown that the ITER operational space is indeed sensitive to the β dependence of the confinement scaling used in the extrapolation from present devices. Given the strong negative dependence of the present IPB98(y,2) scaling with β, confinement extrapolation for advanced tokamak scenarios is particularly affected.
It is then interesting to review the parameter space covered by database in terms of β and ρ* [71] . Figure 6 presents the extent of the H-mode database in the β N −ρ* space at low ITER relevant ρ*. It can be seen that the present database does not cover high values of β where the advanced tokamak scenario would be expected to operate. This lack of data at high normalised pressure introduces an uncertainty when one uses the confinement scaling to extrapolate the performance of advanced tokamak scenarios to the ITER values of ρ* and β.
With the development of advanced tokamak scenarios and in particular with the stationary hybrid scenario developments, new data have been produced at higher normalised pressure (up to β N =3.2) than those in the present H-mode database. In the hybrid scenario, DIII-D has shown a confinement improvement factor up to 1.6-1.7 [109, 65] using the IPB98(y,2) scaling. The ASDEX upgrade hybrid scenario also shows improved confinement with a factor up to 1.4-1.5 [91] . However, JET does not observe improved confinement with respect to the H-mode scaling. This difference could be due to the lower values of thermal normalised pressure range in JET experiments (not exceeding 2.2 compared with 3.2 in ASDEX Upgrade and 2.7 in DIII-D). It is possible that different q profiles or E×B shearing rates are produced in the last two devices, thus creating improved transport conditions. Recent results with balanced beams injection in DIII-D are suggesting that rotational shear might play a role in the observed increased confinement at high normalised pressure [1] . The β dependence of confinement in the H-mode scenario (i.e. at β N around 2) has been investigated in all three devices [70, 105, 83] .
However, no firm conclusion on the β dependence has yet been drawn. Nevertheless, it is certain that the increase of the hybrid scenario database does provide the possibility to further refine the confinement scaling and extend the β N -ρ* space so that the β dependence can be better understood. This issue is crucial for the extrapolation of the advanced tokamak scenarios towards ITER.
The contribution of the H-mode edge pedestal to the global confinement has been investigated in advanced tokamak scenarios and compared with that of the H-mode scenario. The scaling of the pedestal energy for the H-mode scenario has been inferred from the above multi-machine database mentioned above [71] . Experimental analyses of advanced tokamak discharges have not shown any clear difference in the pedestal confinement with respect to the H-mode in JT-60U [54] , in contrast to ASDEX Upgrade where the confinement improvement seems to originate from the pedestal in the hybrid scenario [66] and DIII-D where this appears to originate from the core [66, 34] . The prediction of advanced tokamak scenario performance for ITER by modelling uses the pedestal temperature as a boundary condition and is therefore very dependent on pedestal parameters such as the pedestal temperature. Figure 7 shows the sensitivity of the ITER performance in the hybrid scenario predicted using the GLF23 transport model to the edge temperature assumed at the top of the H-mode edge pedestal [55] . It is apparent that core confinement uncertainties make a minor contribution to the global confinement and plasma performance in this modelling compared with the prediction of the pedestal parameters. A substantial effort [19] has been devoted to this question, but so far, the variety of pedestal observations cannot be encompassed by a single theoretical framework. The other related issue here is the dependence of the edge bootstrap current generated on the pedestal gradient at the pedestal. In the absence of a reliable prediction of the edge pressure gradients, and thus of the bootstrap current, it is also difficult to confidently infer the value and evolution of the current density in the plasma core. The three cases marked by a point on figure 7 show the variation in q stationary profile as the pedestal temperature or the input power is varied (different values of the central q value qo and the radius of the q=1 surface are shown). The H-mode edge pedestal has also a large impact on the modelling of the q profile in hybrid scenarios. This is a crucial issue for the determination of the current drive sources required to maintain the optimum q profile (i.e. with q close to or above unity) in ITER.
As described in section 2.4, internal transport barriers provide an interesting tool to simultaneously improve the confinement and increase the bootstrap current in advanced tokamak scenarios. In this respect, it is a very attractive feature for achieving steady state operation. Many experimental studies and reviews have examined the origin, physics and potential use of internal transport barriers [18, 114, 15, 62] . What follows is a discussion of just two of the key operational issues related to ITBs.
The first relates to the so-called bootstrap alignment and the second to impurity accumulation and particle transport in ITB plasmas.
ITB formation is closely linked to the details of the q profile shape and in particular to plasma regions with zero magnetic shear point and low order rational q surfaces as observed in JET [52] and DIII-D [4] . But there is so far no evidence that the maximum bootstrap current (i.e. located at the maximum plasma pressure gradient) is naturally aligned with the position of the minimum of the q profile, which would be a necessary condition for sustaining the q profile in steady state conditions.
Some experimental evidence in JT-60U [97] suggests that the outer edge of the ITB is located at the same position as q min or at a low order rational q surface in the negative region. In this case, the bootstrap current would peak inside the q min location and hence, expected to reduce the shear reversal of the current profile. This potential problem may be less severe for scenarios where an ITB is located in the positive magnetic shear region of the plasma as in this case the pressure gradients would be better aligned with the minimum q value. Nevertheless, some external driven current is likely to be needed in either scenario to maintain the q profile required for the sustainment of the ITB in stationary
conditions. Experiments in JT-60U [24, 79] have managed to operate stable ITBs at high pressure by finding the appropriate bootstrap current and external non-inductive current combination. However, so far it is not clear yet how much power is required to achieve this in ITER. On the other hand, it is expected that the externally driven current would be required at relatively large plasma radius (r/ a>0.7) in order to sustain a wide ITB encompassing at least half of the plasma volume in order to maximise the resulting confinement enhancement.
The second issue relating to steady state ITBs, is the behaviour of particle transport in such plasma.
Several experiments [22, 98, 28, 11] , have demonstrated that impurities such as neon, argon, carbon, helium and even deuterium accumulate inside the ITB region. The particle confinement appears to correlate with the normalised temperature gradient strength (figure 8), which is a measure of the energy transport reduction caused by the ITB. This observation would be consistent with a strong inward convection velocity for all species at the ITB. There is also evidence that the particle transport inside the ITB depends on the magnetic shear through the curvature pinch as described in the following review on transport physics in tokamaks [27] . In JT-60U [100] , EC heating has been tried as a tool to increase the turbulent transport inside the ITB and thus degrade particle transport for driving impurities out of the ITB. ASDEX Upgrade has reported results showing, in particular the control of the tungsten concentration in the core of H-mode discharges [76] . Also, there is some evidence that maintaining the temperature gradient of the ITB and the degree of shear reversal of the q profile at moderate values also can also help to prevent impurities accumulation. It should be noted here that in the context of a burning plasma the alpha particle heating is expected to provide a centrally peaked electron power deposition profile which could be favorable for impurity transport.
To provide the required improvement in the confinement of advanced tokamak scenario, there appear to be a significant advantage in the use of moderate ITBs at large plasma radius, whilst being optimised in terms of bootstrap current alignment and impurity accumulation.
STABILITY
The modification of the q profile has the effect of substantially changing the stability conditions of the advanced tokamak plasmas. In the hybrid scenario, the increase in q in the plasma core by the off-axis non-inductive current drive results in a reduction of the size of the q=1 surface size which is responsible for the sawtoothing instability. In high normalised pressure scenarios, sawteeth can trigger by non-linear toroidal coupling topological rearrangements of the magnetic field lines through magnetic reconnection also called Neoclassical Tearing Modes (NTM) [36] . The reduction or elimination of sawteeth prevents this coupling and has a beneficial effect on stability in hybrid scenario. However, in the hybrid scenario, m=2 n=1 modes and m=3 n=2 NTM mode activity can still be observed [106, 93, 50] . The first is generally the most deleterious one as it can lead sometimes to a disruption. The second mode is often present in hybrid regimes but only causes a degradation of the confinement of 10% to 15% when its radial extent reaches 1/10 of the minor radius in size. In both cases techniques have been developed in ASDEX Upgrade [68] , DIII-D [85] and JT-60 [44] to control actively the island size using localised EC current drive in the O-point of the island to replace the missing bootstrap current that destabilises the island. In the latter case, an active control method has been developed to control both the 2/1 and the 3/2 islands using steerable mirrors to control the power deposition profile of the EC current drive waves and tracking the island location.
This strongly suggests that q profile control will be required in the hybrid scenario both to stabilise NTMs and to prevent the onset of sawtooth instabilities by controlling the q=1 surface. In JET the onset of the m=2, n=1 mode is rarely observed in the hybrid scenario [13] . This difference might be due to factors such as the machine size or differences in the q profile shape, but further analysis is required to identify the underlying cause.
In the case of the reversed shear q profile and high pressure commonly present in the steady state scenario, the plasma is subject to ideal pressure driven n=1 kink MHD instabilities. Due to its ideal nature, this activity can grow very quickly with the Alfvén time (~10 -7 s) when it exceeds the socalled "no-wall" β limit. However the conducting wall of a tokamak provides a stabilising effect by the image currents generated within it and the mode continues to grow with the vessel time constant R V /L V (generally a few milliseconds, where R V and L V are the toroidal and inductance of the vessel respectively) thus allowing access to higher pressure. In addition, the misalignment of the tokamak coils can produce an intrinsic error of the radial magnetic field. Plasmas operating above the nowall limit tend to amplify this error field. It has been found that plasma induced rotation by neutral beams [95] and the correction of the intrinsic error field by external coils [80] are two possible ways to stabilise these modes above the no-wall limit. One of these techniques is routinely used in DIII-D in their steady state scenario experiments where the mode suppression is achieved by active control of the error field correction using measurements of the mode growth. In ITER, preliminary estimation indicates that the rotation created by 33MW 1MeV beams would be sufficient to stabilise resistive wall modes [78] .
In JET, the "no-wall" limit has been determined experimentally using external error field correction coils as a diagnostic. An imposed oscillating (10 to 20Hz) error field is created by the coils and the plasma response was recorded during the high β phase of advanced tokamak scenario experiments.
When the pressure exceeded the "no-wall" limit this imposed error is amplified so that the β value when the plasma becomes unstable can be determined [35] . This experimental technique has been applied to a large number of discharges where the q profile has been scanned from q min >2 to q min~1 while keeping the edge q identical (i.e. at the same plasma current) [14] . The normalised pressure achieved at the time of the error field amplification is shown in figure 9 as a function of the time when the NB power has been applied. The q min during the main heating phase is correlated with neutral beam timing: when the NBI timing is advanced in the current ramp up, the current density profile penetration is stopped earlier at a higher q min value. This experiment illustrates the sensitivity of the "no-wall" limit to the q profile. The actual limit in the presence of a conducting wall has been also estimated from the DCON code [30] and is typically 30% higher than the no-wall limit. More experiments of this type are required to identify the dependence of the no-wall limit with the detailed shape of the q profile and other aspects of the plasma configuration [104] to be able to operate the advanced tokamak scenario reliably and significantly above the no-wall limit and increase its performance. It should be noted that broad current density and pressure profiles are thought more favourable for RWM stability [9] . This gives another incentive for operating advanced tokamak scenarios with a large radius ITB and broad current density profile. Nevertheless, the control of RWM could provide greater margins in normalised pressure to expand the operating domain of the steady state scenario. In ITER, this suggests that error field correction coils and possibly rotation control would be a valuable asset in the machine capability to achieve steady state at high β N .
In a burning advanced tokamak scenario plasma, fast particle driven instabilities are likely to become a key issue [117] . Energetic alpha particles are expected to transfer their energy by collisions to the thermal plasma and provide central electron plasma self-heating. These fast ions at a few MeV are close to the Alfvén speed and can resonate with magnetic field lines and therefore be lost by fluctuations in the Alfvén mode frequency range. Evidence of rapid transport has already been reported in several devices [103, 89] and simulation studies indicate that energetic ion redistribution takes place because of these Alfvénic modes [116, 107] . An important property of these modes is their sensitivity to the q profile shape. Therefore, the prediction and experimental confirmation of their presence and role in the steady state scenario and hybrid scenario is crucial for the validation of these scenarios for ITER. Recently, the stability of Alfvénic instabilities has been simulated for these two scenarios using the MHD-gyrokinetic code (HMGC) [107] . HMGC evolves the energetic particles (in a non perturbative way) in the self-consistently calculated electro-magnetic field. Figure   10 shows the growth rate of the Alfvénic instabilities in both hybrid and steady-state scenario for different modes as a function of the fast ion central pressure. It appears that the modes are more unstable for the steady state than for the hybrid scenario confirming that the q profile shape plays a significant role. As a consequence, the fast ions losses are also different in the two scenarios. Typically the steady state scenario would be expected to lose 3% of its fast ion population, i.e. about 2MW of the alpha power. For the hybrid scenario, no significant loss of fast particles is predicted. If the fast ion pressure were doubled then the loss would be increased to ~10% (i.e. 8MW) and less than 1% (i.e. ~1MW) respectively. In the case of the hybrid scenario, an increased fast ion pressure leads to a strong unstable Energetic fast Particle driven Modes (EPMs [17] ). It is necessary to validate these estimations experimentally, since they do not consider all possible damping processes (such as ion and trapped electron Landau damping). However, they already suggest that fast particle losses could become a challenge particularly for the steady state scenario due to the potential losses to the first wall of the vacuum chamber.
PROFILE CONTROL AND EXHAUST
As mentioned earlier, active control is an essential requirement for the operation of advanced scenarios [52, 41] . Examples have already been provided in the previous section for the control of NTMs with EC current drive and RWM using error field coils. More importantly the feedback loop between the pressure and the current profile at high β N illustrates the need to develop profile control techniques to establish and sustain the scenario. A difficulty that has been identified is the different time scales for the evolution of the q and pressure profiles. Without significant MHD activity, the first evolves with the resistive time scale (typically ~100s in ITER) and the second with the confinement time (~3s in ITER). This means that the response of the control loop cannot be of the same time-scale for both quantities. The second challenge is the highly non-linear character of an ITB when it is created. There is no general method to take into account such non-linearities in the design of a controller.
As a result, existing controllers have been built on the basis of a linear response models around the target state to be controlled. Using this principle, successful experiments have been carried out to control the q profile together with the plasma temperature gradient in JET using three actuators (namely ICRH, NBI, and LHCD) [69] . Also, ITB active control has been achieved in JT-60U with the LH current drive [96] and current profile control with EC current drive in the current ramp-up in DIII-D [23] . In addition, a two-time scale model for current and pressure control has been developed in JET to perform profile control experiments [73, 60] . In the future, it is necessary to validate this procedure in plasmas with high normalised pressure and, due to the uncertainties in transport models [101] , determine the appropriate control matrix by dedicated open loop experiments.
The development of plasma profile control techniques is likely to provide new requirements for the actuators on ITER in particular the current drive and heating systems. For example, current drive systems such as NB will require a variable power control capability to provide profile feedback control [78] . Neutral beam injection is also an important actuator to deliver either rotation for the stabilisation of RWM or to drive current in on-or off-axis locations. Both the beam energy and geometry of the neutral beam system are important parameters. Moreover, there are indications that LH current drive would be an important actuator for driving a current at large plasma radius (at r/a = 0.7) since its current drive efficiency is significantly larger than for EC current drive at this location. Together with the neutral beams, LH current drive can play an important role in the control of the current profile broadening. Since there are still significant uncertainties in the modelling of the advanced tokamak scenarios it is important to ensure a high degree of flexibility in the design of these systems, compatible with their technical and engineering requirements.
When using current drive heating system as actuators, the control has also to be compatible with other limits such as heat loads on vessel components. For instance, fast electrons generated in the fields near the LH-launcher can produce highly localised heating in location magnetically connected to the antenna [67, 29] . The Tore Supra experience with long pulses operation has demonstrated that active control of local heat loads can be achieved in combination with profile control [Joffrin 2006] by modulating the output power of the antenna.
The use of current drive and heating systems up to a level of 73MW (20MW ECCD + 20MW LHCD + 33MW NBCD) in ITER [10] at lower density than in the standard H-mode scenario (typically 6-7×10 ) also places more severe constraints on the steady state power exhaust. In the advanced scenario more than 100MW of loss power will flow across the separatrix [32] . In ITER, the required minimum density at the separatrix is predicted to be at least 3.3×10 19 m -3 in the standard H-mode scenario in order to achieve acceptable power load on the divertor target (<10MW/m 2 ) [48] . In an X-point magnetic configuration, this power is generally conducted through the scrape off layer down to the target plate where it is convected by elastic and charge exchange collisions. Because of the dependence of their cross-section on temperature, these physical processes are optimum for a sufficiently low temperature of 5eV [94] . For a lower core density, the edge density is decreased and the temperature in the scrape-off layer higher. This leads to a much higher temperature that lowers the momentum loss by charge exchange collisions at the divertor targets. Seeding the plasma in the divertor region with impurities that dissipate a significant fraction of the conducted power by radiation before it can reach the divertor targets, could mitigate this problem. Experiments have explored this possibility in the hybrid scenario using nitrogen, argon or neon [20, [Petrie 2006 ] 99] and also in the steady state scenario [63] . A key question here is whether it is possible to radiate the power without contaminating the plasma with the seeding impurity. This is possible if the ionisation length (mean distance travelled by a neutral particle before being ionised) of the impurity is short enough for it not to penetrate the plasma. Otherwise it can be ionised inside the H-mode pedestal where it can affect the performance of the core plasma.
Recent JET experiment suggests that nitrogen is effective for radiating in the conducted zone of the scrape-off without contaminating the plasma dramatically [20] .
Other solutions have successfully mitigated the steady state heat load on the divertor targets by sweeping the strike point over the divertor target plates using the newly developed shape controller [106] . Nevertheless, operation with stable plasma edge conditions, compatible with target heat load that satisfy engineering limits, remains a significant challenge for future advanced tokamak scenarios experiments
ADVANCED TOKAMAK SCENARIO REQUIREMENTS FOR ITER AND CONCLUSIONS
In this paper, the motivations for the advanced tokamak concept have been stated and two such scenarios have been discussed in detail: the steady state non-inductive scenario and the hybrid stationary scenario. Important issues in the design of an advanced tokamak scenario have been reviewed and the importance of operating these scenarios at high plasma pressure close to the stability limits has also been stressed.
Considerable progress has already been made and advanced scenarios have been recently operated on several devices (JET, JT-60, ASDEX Upgrade and DIII-D) for time scales of the order of the current diffusion time [Mikkelsen 1989 ] and with parameters relevant to ITER. Key physics issues related to the advanced tokamak are still being investigated and have been discussed in this paper. They indicate some of the main areas of research that are required for the further development of the advanced tokamak scenarios and their validation for ITER. These points include:
-There is an outstanding confinement issue regarding the scaling of energy confinement with β for advanced tokamak scenarios.
-The sensitivity of the prediction of fusion power and current density profile to the presently uncertain extrapolation of the pedestal parameters and structure.
-If ITBs are to be used for confinement improvement, broad current profile and ITB (r/a>0.7)
with moderate temperature gradient to avoid impurity accumulation and instability at high pressure has to be demonstrated.
-The importance of NTM control has been demonstrated with ECCD in the hybrid scenario.
However, there is uncertainty concerning the role of the 2/1 NTM as it is not limiting in JET as in other machines.
-The control of RWMs for steady state scenarios has been demonstrated in DIII-D. The optimisation of the q profile and plasma shape for operation beyond the no-wall limit remains an issue for the optimisation of this scenario.
-The role of AlfvÈnic modes that appear to be more unstable in the steady state scenarios than in the hybrid scenario from simulation. The role of the q profile on the AlfvÈnic modes remain to be validated experimentally.
-The handling of the steady state exhaust power loss in advanced tokamak scenario is an issue.
Further edge characterisation and the development of techniques to mitigate the temperature on the divertor target and on plasma facing components is necessary.
-Finally the control of the pressure and q profile is still a challenging issue but remains a necessary objective. However, profile control techniques have not yet demonstrated their potential at high normalised pressure.
As discussed in the paper, advanced tokamak developments have already identified essential technical requirements for establishing long pulse or continuous operation in ITER . The table below summarizes the present planned and considered current drive systems and their potential functions and characteristics [46] for advanced tokamak operation:
Given the uncertainties in the modelling of advanced tokamak scenarios, it is not yet possible to provide precise requirements for the heating systems and it is possible that the different scenarios considered here may give rise to different and perhaps conflicting specifications in the future.
However, the need for control of broad current density profile for both improved confinement and stability reasons appears to emphasize the role of lower hybrid current drive in ITER for both the steady state and hybrid scenarios. NB and EC current drive flexibility also appear essential for the operation of the hybrid scenario. Engineering and technical constraints on the heating and current drive systems are also limiting the implementation of these systems on the machine.
In conclusion, progress in advanced tokamak research has been considerable in the past fifteen years. Many technical and physics issues have been addressed in depth and are still being investigated.
This research has led to the understanding of the importance of integrated operation and validation of the candidate scenarios for steady state or long pulse operation. With the coming of ITER, this research is now in a stage where it has to provide specifications for the actuator systems and define the operational margins for the advanced tokamak scenario. This task is essential in view of delivering to a fusion power plant an option for continuous operation [75, 77, 88, 25] .
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